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TABLE 1

WATER MAIN STANDARD PIPE MATERIAL

AWWA  (ASTM) STANDARD

TYPE OF PIPE PIPE JOINT FITTINGS
DUCTILE IRON C 151 & C104 c 111 C 153
PvC C900 D3139 c 111

ALL WATER AND SEWER LINE SEPARATION SHALL MEET DOE STANDARDS

NOTES:

FOR PERPENDICULAR CONSTRUCTION, MAINTAIN 18" VERTICAL SEPARATION OR CONSTRUCT
SEWER LINE USING WATER MAIN STANDARDS SET FORTH ABOVE WITH MINIMUM 18 FEET
LENGTH CENTERED OVER CROSSING TO MAXIMIZE JOINT SEPARATION.

PRESSURE SEWER PIPES SHALL BE CONSTRUCTED PER WATER MAIN STANDARDS.
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